A small-scale latent heat thermal energy storage (LHTES) unit for heating applications was studied experimentally using an organic phase change material (PCM). The unit comprised of a tank filled with the PCM, a staggered heat exchanger (HE) for transferring heat from and to the PCM, and a water pump to circulate water as a heat transfer fluid (HTF). The performance of the unit using the commercial organic paraffin A44 was studied in order to understand the thermal behavior of the system and the main parameters that influence heat transfer during the PCM melting and solidification processes. The latter will assist the design of a large-scale unit. The effect of flow rate was studied given that it significantly affects charging (melting) and discharging (solidification) processes. In addition, as organic PCMs have low thermal conductivity, the possible improvement of the PCM's thermal behavior by means of nanoparticle addition was investigated. The obtained results were promising and showed that the use of graphite-based nanoplatelets improves the PCM thermal behavior. Charging was clearly faster and more efficient, while with the appropriate tuning of the HTF flow rate, an efficient discharging was accomplished.
Introduction
The expansion of urban societies and the continuous growth of the human population result in an increase in buildings' energy demands. Besides the demand for electricity, the other significant energy demand of a building is for heating/cooling and for domestic hot water (DHW) [1, 2] . Thus, a technology that can provide low-cost thermal energy is attractive both at the scientific level, but also in economic terms. Solar energy systems for heating/cooling and DHW are existing solutions factors were extracted. Rahimi et al. studied experimentally a finned tube HE with an organic PCM at temperatures around 50 • C [20] . Several results were reported considering the flow rate, the effect of the HTF inlet temperature, the presence of fins, and the differences between melting and solidification. Paria et al. studied experimentally a horizontal finned tube HE with an organic PCM in terms of the fin density and Reynolds number [21] . The melting and solidification duration were reduced when the number of fins or Reynolds number was increased. However, for melting, the fin effect was 30% stronger than the Reynolds number. Different types of commercial HEs were tested by Medrano et al. using an organic PCM [22] and it was proved that a staggered finned tube HE used in air-conditioning units was by far the one with the highest average thermal power.
In order to overcome the thermal conductivity drawback, common in many organic PCMs, a number of PCM suspensions containing different carbon-based nanostructures (nanofibers, nanoplatelets, graphite nanoparticles, graphene flakes, and carbon nanotubes) and metallic and metal oxide nanoparticles have been explored [23] [24] [25] [26] [27] [28] [29] [30] [31] [32] [33] [34] [35] [36] . Thermal performance enhancements of such suspensions (nano-PCMs) were investigated by conducting a series of charging and discharging experiments in HEs at various operating conditions. Ramakrishnan et al. [25] investigated the development of a thermally enhanced paraffin/hydrophobic expanded perlite (EPOP) form-stable PCM seeded with graphene nanoplatelets (GNP) as a heat transfer promoter. The addition of 0.5 wt% GNP increased the thermal conductivity by up to 49% and the EPOP-GNP composite reduced the heat storage ανδ release duration by up to 20%, compared to EPOP. The same authors [26] developed a novel paraffin/hydrophobic expanded perlite form-stable PCM composite to increase its heat transfer performance when used in cement-based composites. Highly conductive carbon-based additives, such as graphite (G), carbon nanotubes (CNT), and graphene nanoplatelets (GNP), were integrated into a form-stable PCM composite. They concluded that all additives had good chemical compatibility, high latent heat, and significant enhancement in thermal conductivity of the PCM composite, however, GNP led to the highest performance enhancement and graphite the least. Wu et al. [27] used Cu nanoparticles to enhance thermal conductivity of a paraffin PCM and discovered that 1 wt% Cu nanoparticle could shorten the heating/cooling process of the PCM by 30.3% and 28.2%, respectively. Metal oxides have lower thermal conductivity compared to pure metals, they are chemically more stable and cheaper to produce. Thus, metal oxides are widely studied as alternatives to pure metals. Sharma et al. [28] used nanoparticles of Al 2 O 3 and CuO at different volume concentrations namely 0.1, 0.3, and 0.5 wt% to produce a modified paraffin wax with improvement in the nanocomposites' thermo-physical properties. It was found that in general, carbon-based nanostructures and carbon nanotubes, exhibit by far greater enhancement of thermal conductivity in comparison to metallic/metal oxide nanoparticles. Shi et al. [29] reported that thermal conductivity of paraffin was augmented by 10 times with the inclusion of 10 wt% of exfoliated graphite nanoplatelets. Yu et al. [30] inspected the enhancement in thermal performance of paraffin wax with inclusion of short and long multi-walled carbon nanotubes, carbon nanofibers, and graphene nanoplatelets.
In the present work, a commercial staggered finned tube HE was investigated as part of an LHTES unit that used the commercial organic PCM A44 for storing thermal energy targeting the needs for heating a building. It was considered that the thermal power was provided by solar collectors [6] . This type of HE is widely used as an evaporator/condenser at air-conditioning units so it has low cost, while it has a very large heat transfer area and can provide high levels of heat power [22] . The experimental apparatus built in [18] was used in order to measure the performance of the system and examine its operation. The results presented are follow up of a previous work [18] where the unit operation was evaluated by the use of four different organic PCMs, including A44. In this work, improvements in the experimental set-up were implemented regarding tank insulation and control of the HTF inlet temperature. A44 thermal behavior was studied focusing on the comprehension of the heat transfer phenomena taking place in the LHTES unit and thus assisting the design of a large-scale LHTES unit [37] . The organic PCM was also studied in terms of its thermal properties with the use of differential scanning calorimetry (DSC) allowing for energy calculations of the system. Finally, the enhancement of heat transfer with the use of nanoparticles was examined and the results were compared with the pure PCM. Figure 1 depicts a hydraulic drawing of the developed test rig in the experiments. It comprises a well-insulated heat storage glass tank, a staggered finned HE, a boiler, a water tank, and other auxiliary equipment. The LHTES glass tank allowed for the visual inspection of the melting and solidification stages [18] . The tank dimensions were 600 mm length, 120 mm width, and 80 mm depth. The tank insulation was composed of two layers. The inner layer was made of an aluminum foil, acting as a reflective insulation against radiation losses. The second layer was composed of two expanded polystyrene blocks with 50 mm thickness each and thermal conductivity equal to 0.034 W/mK. The HE shown in Figure 2 consisted of 12 copper tubes with aluminum fins, having inner and outer diameters of 7.75 mm and 9.525 mm, respectively. The fin thickness and length were 0.3 mm and 68 mm, respectively, while the fin spacing was 5 mm. For the production of hot water, an 80 L boiler with a 4 kW electric heater was used, while for the production of cold water, a 200 L water buffer tank connected to an air-to-water heat pump was used. The PCM volume was 5.7 L (solid) and its mass was 4.73 kg (solid). Figure 1 depicts a hydraulic drawing of the developed test rig in the experiments. It comprises a well-insulated heat storage glass tank, a staggered finned HE, a boiler, a water tank, and other auxiliary equipment. The LHTES glass tank allowed for the visual inspection of the melting and solidification stages [18] . The tank dimensions were 600 mm length, 120 mm width, and 80 mm depth. The tank insulation was composed of two layers. The inner layer was made of an aluminum foil, acting as a reflective insulation against radiation losses. The second layer was composed of two expanded polystyrene blocks with 50 mm thickness each and thermal conductivity equal to 0.034 W/mK. The HE shown in Figure 2 consisted of 12 copper tubes with aluminum fins, having inner and outer diameters of 7.75 mm and 9.525 mm, respectively. The fin thickness and length were 0.3 mm and 68 mm, respectively, while the fin spacing was 5 mm. For the production of hot water, an 80 L boiler with a 4 kW electric heater was used, while for the production of cold water, a 200 L water buffer tank connected to an air-to-water heat pump was used. The PCM volume was 5.7 L (solid) and its mass was 4.73 kg (solid). The experimental rig also included a circulation pump (Grundfos ® ALPHA 2 32-60 180 inverter pump), a three-way temperature control valve (Belimo ® LR24A-SR valve and Vector ® TCI-W11 controller), a flowmeter (rotameter with a measuring range of 6-60 L/h with ±4% accuracy), thermocouples (T-type, with ±0.5% accuracy), and the necessary piping and valves to regulate water flow. PCM temperatures, HTF inlet/outlet temperatures, and mass flow rate were recorded using a data logger (National Instrument ® cDAq-9174 base, 2 × 9213 16 ch cards, LabVIEW ® data logger) and a personal computer. The space between the tubes, fins, and the tank was filled with the organic PCM. The experimental process was improved [18] by better stabilizing the inlet water temperature of the HE and therefore producing results that closely match the theoretical calculations. The stabilization was achieved with the use of a triode mixing valve controlled by a digital controller. The experimental rig also included a circulation pump (Grundfos ® ALPHA 2 32-60 180 inverter pump), a three-way temperature control valve (Belimo ® LR24A-SR valve and Vector ® TCI-W11 controller), a flowmeter (rotameter with a measuring range of 6-60 L/h with ±4% accuracy), thermocouples (T-type, with ±0.5% accuracy), and the necessary piping and valves to regulate water flow. PCM temperatures, HTF inlet/outlet temperatures, and mass flow rate were recorded using a data logger (National Instrument ® cDAq-9174 base, 2 × 9213 16 ch cards, LabVIEW ® data logger) and a personal computer. The space between the tubes, fins, and the tank was filled with the organic PCM. The experimental process was improved [18] by better stabilizing the inlet water temperature of the HE and therefore producing results that closely match the theoretical calculations. The stabilization was achieved with the use of a triode mixing valve controlled by a digital controller. During the melting (charging) process, hot HTF was supplied from the boiler and its thermal energy was transferred through the HE, thus melting the PCM. HTF inlet temperature was above the melting point of A44. In the solidification (discharging) process, the HTF was supplied by a cold water buffer tank. Cold HTF flowed through the tube solidifying the molten PCM, which released the energy stored during the melting process. Measurements of the water inlet and outlet temperatures and PCM temperatures were obtained. The location of the thermocouples is indicated in Figure 3 . During the melting (charging) process, hot HTF was supplied from the boiler and its thermal energy was transferred through the HE, thus melting the PCM. HTF inlet temperature was above the melting point of A44. In the solidification (discharging) process, the HTF was supplied by a cold water buffer tank. Cold HTF flowed through the tube solidifying the molten PCM, which released the energy stored during the melting process. Measurements of the water inlet and outlet temperatures and PCM temperatures were obtained. The location of the thermocouples is indicated in Figure 3 . 
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Organic PCM Properties, Experimental Protocol, and Conditions
The organic PCM used is a commercial product of PCM PRODUCTS ® [38] and it was selected considering its low temperature solar thermal energy storage application [6] . Its thermal and physical properties are shown in Table 1 . Thermal analysis measurements were conducted by means of DSC tests with a Setaram STA unit under air. DSC results were obtained for heating and cooling in the range 5 to 70 °C with rates of 0.8 °C/min and 2 °C/min. The integration of thermal phenomenon peaks for enthalpy calculation was performed using the CALISTO PROCESSING software [18] . During the melting (charging) process, hot HTF was supplied from the boiler and its thermal energy was transferred through the HE, thus melting the PCM. HTF inlet temperature was above the melting point of A44. In the solidification (discharging) process, the HTF was supplied by a cold water buffer tank. Cold HTF flowed through the tube solidifying the molten PCM, which released the energy stored during the melting process. Measurements of the water inlet and outlet temperatures and PCM temperatures were obtained. The location of the thermocouples is indicated in Figure 3 . 
The organic PCM used is a commercial product of PCM PRODUCTS ® [38] and it was selected considering its low temperature solar thermal energy storage application [6] . Its thermal and physical properties are shown in Table 1 . Thermal analysis measurements were conducted by means of DSC tests with a Setaram STA unit under air. DSC results were obtained for heating and cooling in the range 5 to 70 °C with rates of 0.8 °C/min and 2 °C/min. The integration of thermal phenomenon peaks for enthalpy calculation was performed using the CALISTO PROCESSING software [18] . 
The organic PCM used is a commercial product of PCM PRODUCTS ® [38] and it was selected considering its low temperature solar thermal energy storage application [6] . Its thermal and physical properties are shown in Table 1 . Thermal analysis measurements were conducted by means of DSC tests with a Setaram STA unit under air. DSC results were obtained for heating and cooling in the range 5 to 70 • C with rates of 0.8 • C/min and 2 • C/min. The integration of thermal phenomenon peaks for enthalpy calculation was performed using the CALISTO PROCESSING software [18] . The experimental procedure followed a charging-discharging sequence in a temperature range related to A44 properties. The HTF temperature inlet was controlled by mixing water of the boiler and with the return from the PCM tank using a three-way mixing valve. The charging process was stopped when the temperature difference between the inlet and outlet of the HE inside the PCM tank was less than 1 • C. This ensured that the material had been fully charged. Subsequently, the discharging process was initiated. The inlet temperature was controlled similarly with the charging process by a three-way mixing valve. The discharging process of the experiment ended when the temperature difference between the inlet and outlet was less than 1 • C. The experiments were performed for three HTF flow rates: 30 L/h, 45 L/h and 60 L/h.
In Figure 4 , DSC results are shown for heating and cooling cycles up to 70 • C under 0.8 • C/min and 2.0 • C/min. It was found that A44 exhibited a temperature hysteresis upon its solidification, identified as the supercooling effect [18] . This effect was significantly increased at a higher heating or cooling rate i.e., 2.0 • C/min. The experimental procedure followed a charging-discharging sequence in a temperature range related to A44 properties. The HTF temperature inlet was controlled by mixing water of the boiler and with the return from the PCM tank using a three-way mixing valve. The charging process was stopped when the temperature difference between the inlet and outlet of the HE inside the PCM tank was less than 1 °C. This ensured that the material had been fully charged. Subsequently, the discharging process was initiated. The inlet temperature was controlled similarly with the charging process by a three-way mixing valve. The discharging process of the experiment ended when the temperature difference between the inlet and outlet was less than 1 °C. The experiments were performed for three HTF flow rates: 30 L/h, 45 L/h and 60 L/h.
In Figure 4 , DSC results are shown for heating and cooling cycles up to 70 °C under 0.8 °C/min and 2.0 °C/min. It was found that A44 exhibited a temperature hysteresis upon its solidification, identified as the supercooling effect [18] . This effect was significantly increased at a higher heating or cooling rate i.e., 2.0 °C/min. Because of this phenomenon, phase-change latent heat release might not be quantitatively captured by the HTF, except if LHTES operation was optimized well within the temperature range of PCM liquid to solid transition. The phase-change region during melting started at 39 °C and the latent heat value had a maximum at 44.4 °C. The latent heat absorption was completed at about 47 °C. In the A44 DSC cooling curve, the two recorded thermal effects showed that latent heat emission occurred in two discrete periods in the range of 35-39 °C (first peak) where latent heat emission began and a second sharp peak at 31 °C was only completed at about 28 °C. Thus, the phase change was Because of this phenomenon, phase-change latent heat release might not be quantitatively captured by the HTF, except if LHTES operation was optimized well within the temperature range of PCM liquid to solid transition. The phase-change region during melting started at 39 • C and the latent heat value had a maximum at 44.4 • C. The latent heat absorption was completed at about 47 • C. In the A44 DSC cooling curve, the two recorded thermal effects showed that latent heat emission occurred in two discrete periods in the range of 35-39 • C (first peak) where latent heat emission began and a second sharp peak at 31 • C was only completed at about 28 • C. Thus, the phase change was completed and the stored energy as latent heat was delivered. Zhang et al. [32, 33] prepared a paraffin/expanded graphite (EG) composite phase-change material and differential scanning calorimeter analysis indicated that the melting temperature of the composite PCM was almost similar to that of pure paraffin. XRD (X-ray diffraction) results suggested that the composite PCM was just a combination of paraffin with EG, and no new substance had been produced. Thus, the similarity of the DSC curves was due to the fact that there was no chemical reaction. No significant change in the DSC curves of pure PCM and the enhanced PCM was also observed in this work.
Repeatability and Error Analysis
All the experiments were performed at least two times in order to assure the consistency of the results. Previous experience with the system and with other storage systems [18] assisted in accomplishing repeatability of the results. Figure 5 depicts an indicative plot of the inlet and outlet water temperatures for the HTF flow rate of 30 L/h. The results for the two typical experiments A and B with the same conditions were similar for the entire charging and discharging procedure. completed and the stored energy as latent heat was delivered. Zhang et al. [32, 33] prepared a paraffin/expanded graphite (EG) composite phase-change material and differential scanning calorimeter analysis indicated that the melting temperature of the composite PCM was almost similar to that of pure paraffin. XRD (X-ray diffraction) results suggested that the composite PCM was just a combination of paraffin with EG, and no new substance had been produced. Thus, the similarity of the DSC curves was due to the fact that there was no chemical reaction. No significant change in the DSC curves of pure PCM and the enhanced PCM was also observed in this work.
All the experiments were performed at least two times in order to assure the consistency of the results. Previous experience with the system and with other storage systems [18] assisted in accomplishing repeatability of the results. Figure 5 depicts an indicative plot of the inlet and outlet water temperatures for the HTF flow rate of 30 L/h. The results for the two typical experiments A and B with the same conditions were similar for the entire charging and discharging procedure. In Table 2 the accuracy of the temperature and flow rate sensors and A/D converter used in the experiments is shown. The calculation of uncertainty δ for temperature, T and volumetric HTF flow rate, V̇ was conducted according to the following equations [39, 40] : In Table 2 the accuracy of the temperature and flow rate sensors and A/D converter used in the experiments is shown. The calculation of uncertainty δ for temperature, T and volumetric HTF flow rate, V: was conducted according to the following equations [39, 40] :
where T range , is the temperature range that the thermocouples can measure equal to 110 • C. The reliability level that was selected was 95% which gave a multiplication factor equal to 2. The relative error is given by:
In Table 3 , the maximum values of the relative errors for the water temperatures and the relative errors for the volumetric flow rate are listed. The latter were all the same as expected and there was only one value for each flow rate. The thermal power that the water provided (or extracted) to (or from) the system and the environment is given by:
It was proportional to the difference in the inlet and the outlet temperatures T in and T out , respectively, as the flow rate . m and heat capacity C p of the water were constant. Although the losses were minor due to the sufficient insulation of the system, a small amount of heat that the water provided was lost in the environment. For the calculation of the thermal power uncertainty, Equation (5) was used, where the heat capacity and the density of water values were considered errorless.
Based on the equations of the uncertainty propagation, related errors for the heat power and the accumulated energy were calculated and are summarized in Table 3 .
Nano-Enhancement of Organic Paraffin
Graphite-based nanoplatelets of M15 type were selected for the enhancement of thermal conductivity of the organic PCM with a concentration of 1%. These particles have a very high thermal conductivity, k = 3000 W/m·K parallel to the surface of the platelets (k = 6 W/m·K perpendicular to the surface), they can be easily tailored in different dimensions, they have a relatively low cost, and they are simple to produce. It was found that nanoplatelets of expanded graphite mixed in paraffin, increased the thermal conductivity at relative low weight concentrations; 1% and 6% weight fraction of the M15 type, 15 µm diameter, and 6-8 nm thick graphite nanoparticles increased the thermal conductivity by 100% to 250%, respectively. At the same time, the heat of fusion was only slightly reduced from 2 to 10% for the 1% and 6% weight fractions, respectively. Such increases in thermal conductivity might be responsible for the observed change in the shape of the DSC curve for A44 enhanced with nanoparticles (NP) (A44 + NP) ( Figure 6 ).
In Figure 6 , DSC results are shown for heating and cooling cycles up to 70 • C under 2.0 • C/min for A44 + NP and without NP. Upon melting, very limited difference was observed among the samples, and the melting peak of A44 + NP now found was slightly sharper. A44 + NP also exhibits supercooling effect [18] . In comparison with the pure A44, the NP-enhanced sample (A44 + NP) showed a slightly modified thermal discharging effect that might be attributed to changes in thermal diffusion due to NP. Although the supercooling effect was initiated in the same temperature as for the pure A44, the second discrete peak was now found with maximum shifted about one degree higher, but with a wider shape. Thus, the solidification thermal effect for A44 + NP was concluded just less of one degree earlier than A44. The latent heat recorded was practically unaffected. These results are in good agreement with previous reports [32, 33] .
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Results and Discussion
In this section, typical results from the experiments carried out to evaluate the LHTES unit performance are presented and discussed. Charging and discharging processes of the material are related to the energy provided (charging) or extracted (discharging) by the HTF [18] . The rate of heat transfer depends on the difference of the HTF inlet and outlet temperatures and specific heat capacity. The effect of the flow rate on the performance of the HE in terms of energy stored is shown. Furthermore, typical results from the testing of the system when using the nanocomposite paraffin are shown. Figure 8 shows mean temperature profiles of A44 for charging and discharging and three HTF flow rates. The mean value has been calculated by the values of the thermocouples placed into the PCM tank (Figure 3 ). During the charging process, the HTF circulates within the HE pipes transferring its heat to the PCM and the liquid fraction of the latter increases as time progresses. In the beginning of the charging process, the increase in PCM temperature is fast (Regime Ma, Figure 8 ) until the PCM's phase transition to liquid starts at 39-40 • C for all flow rates (Point M in Figure 8 ). This is in agreement with the A44 DSC heating curve (Figure 4) showing that the melting effect begins at 39 • C and the latent heat absorption during melting is completed at about 47 • C for the rate of 0.8 K/min. When the phase change to liquid is completed, the PCM behaves as a usual sensible heat storage medium by storing heat upon increasing its temperature. Then, charging is associated with a steady-state heat transfer rate to the liquid PCM. The procedure is faster for the higher flow rate as expected.
Effect of Flow Rate on HE Performance
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In this section, typical results from the experiments carried out to evaluate the LHTES unit performance are presented and discussed. Charging and discharging processes of the material are related to the energy provided (charging) or extracted (discharging) by the HTF [18] . The rate of heat transfer depends on the difference of the HTF inlet and outlet temperatures and specific heat capacity. The effect of the flow rate on the performance of the HE in terms of energy stored is shown. Furthermore, typical results from the testing of the system when using the nanocomposite paraffin are shown. Figure 8 shows mean temperature profiles of A44 for charging and discharging and three HTF flow rates. Τhe mean value has been calculated by the values of the thermocouples placed into the PCM tank (Figure 3 ). During the charging process, the HTF circulates within the HE pipes transferring its heat to the PCM and the liquid fraction of the latter increases as time progresses. In the beginning of the charging process, the increase in PCM temperature is fast (Regime Ma, Figure 8 ) until the PCM's phase transition to liquid starts at 39-40 °C for all flow rates (Point M in Figure 8 ). This is in agreement with the A44 DSC heating curve (Figure 4) showing that the melting effect begins at 39 °C and the latent heat absorption during melting is completed at about 47 °C for the rate of 0.8 K/min. When the phase change to liquid is completed, the PCM behaves as a usual sensible heat storage medium by storing heat upon increasing its temperature. Then, charging is associated with a steady-state heat transfer rate to the liquid PCM. The procedure is faster for the higher flow rate as expected. During discharging, a rapid reduction of PCM temperature is observed for all flow rates, where initially sensible heat (Regime Sa) is released and then latent heat when phase change takes place (Regime Sm). The phase transition from liquid to solid is not clear for A44 and this may be due to a possible supercooling phenomenon occurring, despite the narrow temperature range reported by the manufacturer ( Table 1 ). The existence of a supercooling effect is clearly identified by the DSC measurement on the cooling curve. In the A44 DSC cooling curve (Figure 4) , the two recorded thermal effects show that latent heat emission occurs in two discrete phenomena in the range of 35-39 °C (first peak) where latent heat emission begins (Regime Sm) and a second sharp peak at 31 °C is only During discharging, a rapid reduction of PCM temperature is observed for all flow rates, where initially sensible heat (Regime Sa) is released and then latent heat when phase change takes place (Regime Sm). The phase transition from liquid to solid is not clear for A44 and this may be due to a possible supercooling phenomenon occurring, despite the narrow temperature range reported by the manufacturer ( Table 1 ). The existence of a supercooling effect is clearly identified by the DSC measurement on the cooling curve. In the A44 DSC cooling curve (Figure 4) , the two recorded thermal effects show that latent heat emission occurs in two discrete phenomena in the range of 35-39 • C (first peak) where latent heat emission begins (Regime Sm) and a second sharp peak at 31 • C is only completed at about 28 • C. Thus, the phase change is completed and the stored energy as latent heat may be delivered. In this case, a deviation from product features occurs, which is expected to affect the LHTES operation and efficiency.
Effect of Flow Rate on HE Performance
In Figure 9 , the heat power that is provided to or from the system through the HTF is calculated. In the beginning of the process, high values of the power are shown due to the high temperature difference at the beginning of charging and discharging. However, as the experiment progresses, the heat power decreases as temperatures converge. For higher flow rates, the heat power is higher at the first period of the process. However, it decreases rapidly due to the beforementioned temperature difference decrease. Furthermore, the accumulated energy has been calculated for all flow rates. It is noted that the term "accumulated energy" corresponds to the energy that water delivers/absorbs to/from the system. The term "system" includes the PCM, the copper tubes, the aluminum fins, and the tank. During charging, the energy that water provides, is transferred: (a) as heat to the tube, the fins, and the glass material, (b) to the PCM as sensible and latent heat and then again as sensible heat, and (c) to the surrounding air as thermal loss. During discharging, the stored energy in the PCM, tubes, fins, and glass material is transferred to the water and to the surrounding air as thermal loss. The accumulated energy for the charging process is calculated to be equal to 0. completed at about 28 °C. Thus, the phase change is completed and the stored energy as latent heat may be delivered. In this case, a deviation from product features occurs, which is expected to affect the LHTES operation and efficiency. In Figure 9 , the heat power that is provided to or from the system through the HTF is calculated. In the beginning of the process, high values of the power are shown due to the high temperature difference at the beginning of charging and discharging. However, as the experiment progresses, the heat power decreases as temperatures converge. For higher flow rates, the heat power is higher at the first period of the process. However, it decreases rapidly due to the beforementioned temperature difference decrease. Furthermore, the accumulated energy has been calculated for all flow rates. It is noted that the term "accumulated energy" corresponds to the energy that water delivers/absorbs to/from the system. The term "system" includes the PCM, the copper tubes, the aluminum fins, and the tank. During charging, the energy that water provides, is transferred: (a) as heat tο the tube, the fins, and the glass material, (b) to the PCM as sensible and latent heat and then again as sensible heat, and (c) to the surrounding air as thermal loss. During discharging, the stored energy in the PCM, tubes, fins, and glass material is transferred to the water and to the surrounding air as thermal loss. The accumulated energy for the charging process is calculated to be equal to 0. 
Testing of the Nancomposite Paraffin Thermal Behavior
From Figures 10-13 , it is easily seen that charging and discharging of the PCM when it is enhanced with nanoparticles is faster and more efficient, a fact that is due to the higher thermal conductivity of the nanocomposite PCM. The effects are clearer in the mean temperature evolution of the PCM (averaged over three thermistors located at different heights inside the HE) as shown in Figures 12  and 13 .
discharging is also faster but the recovered thermal energy is less from what was stored and less compared to the pure A44 case. The explanation for this behavior can arise from the fact that while the more conductive A44 + NP favors a faster heat transfer, which is beneficial in the charging process, in which the PCM is essentially in the liquid or mushy state, upon discharging, the PCM undergoes very quickly the phase transition (exhibiting also some supercooling; see Figure 6 ) and solidifies in between the fins of the HE, thus impeding the efficient heat transfer between the HE and the PCM, which in fact remains partially at a liquid or gel-like state.
Nevertheless, this otherwise unwanted effect, which occurs at the very beginning of the discharging process (it takes only a few minutes to complete) and is also related with the cooling rate used, is rather easy to overcome by using in the beginning a slower water flow rate at the inlet (down to the melting point ~44 °C) to subsequently increasing it again, thus avoiding the fast freezing of the PCM that is in contact with the fins of the HE. The developed nanocomposite PCM can, therefore, provide a solution for the low thermal conductivity that is a characteristic drawback of these materials for use in thermal storage applications. 
Conclusions
In this work, the study of an LHTES unit is attempted considering the use of a commercial organic PCM and targeting heating application conditions. The work is a follow up of a previous research [18] where improvements on the unit were applied, while the effect of nano-enhancement of the organic PCM is studied experimentally. The organic PCM used, based on thermal analysis measurements, shows a supercooling effect that influences the performance of the LHTES unit in terms of heat transfer. Based on the research results, it is concluded that the unit with the staggered HE is an effective solution for thermal energy storage; however, careful operation control is needed due to the properties of the thermal storage materials. As phase-change materials exhibit very low thermal conductivity, the thermal transfer mechanisms are crucial to controlling the heat exchange process. From the experimental measurements using graphite-based nanoplatelets to produce the enhanced organic PCM, it is concluded that charging and discharging of the PCM when it is enhanced with nanoparticles are faster and more efficient. Charging is clearly faster and quite efficient as the provided energy is stored more rapidly. Discharging is also faster but the recovered thermal energy is less from what was stored and less compared with the pure A44 case. In the latter case, PCM It is obvious from those figures that the nanocomposite A44 reaches faster the target temperature, compared to the pure A44, while some interesting conclusions emerge: (a) charging is clearly faster and quite efficient, in the sense that the provided energy is stored more rapidly and (b) discharging is also faster but the recovered thermal energy is less from what was stored and less compared to the pure A44 case. The explanation for this behavior can arise from the fact that while the more conductive A44 + NP favors a faster heat transfer, which is beneficial in the charging process, in which the PCM is essentially in the liquid or mushy state, upon discharging, the PCM undergoes very quickly the phase transition (exhibiting also some supercooling; see Figure 6 ) and solidifies in between the fins of the HE, thus impeding the efficient heat transfer between the HE and the PCM, which in fact remains partially at a liquid or gel-like state.
Nevertheless, this otherwise unwanted effect, which occurs at the very beginning of the discharging process (it takes only a few minutes to complete) and is also related with the cooling rate used, is rather easy to overcome by using in the beginning a slower water flow rate at the inlet (down to the melting point~44 • C) to subsequently increasing it again, thus avoiding the fast freezing of the PCM that is in contact with the fins of the HE. The developed nanocomposite PCM can, therefore, provide a solution for the low thermal conductivity that is a characteristic drawback of these materials for use in thermal storage applications.
In this work, the study of an LHTES unit is attempted considering the use of a commercial organic PCM and targeting heating application conditions. The work is a follow up of a previous research [18] where improvements on the unit were applied, while the effect of nano-enhancement of the organic PCM is studied experimentally. The organic PCM used, based on thermal analysis measurements, shows a supercooling effect that influences the performance of the LHTES unit in terms of heat transfer. Based on the research results, it is concluded that the unit with the staggered HE is an effective solution for thermal energy storage; however, careful operation control is needed due to the properties of the thermal storage materials. As phase-change materials exhibit very low thermal conductivity, the thermal transfer mechanisms are crucial to controlling the heat exchange process. From the experimental measurements using graphite-based nanoplatelets to produce the enhanced organic PCM, it is concluded that charging and discharging of the PCM when it is enhanced with nanoparticles are faster and more efficient. Charging is clearly faster and quite efficient as the provided energy is stored more rapidly. Discharging is also faster but the recovered thermal energy is less from what was stored and less compared with the pure A44 case. In the latter case, PCM undergoes phase transition very quickly and solidifies in between the fins of the HE. This drawback, with adequate handling of the water flow rate, can be decreased and the developed nanocomposite PCM can, therefore, provide a solution for the low thermal conductivity for both charging and discharging.
